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	Documents - Japan UNI1000
	1 - Document book
	1 - Schematics
	11 - Control voltage
	12 - Interrupted voltage



	Components
	Control box
	B1
	B2
	B3
	B4
	B5
	B6
	B7
	B8
	B9
	B10
	B11
	B12
	CONN1
	1
	2
	3
	4
	5
	6
	7
	8
	9
	10
	11
	12
	13
	14
	15
	16
	17
	18
	19
	20
	21
	22
	23
	24

	F5
	breaker 3pole

	F6
	breaker 2pol

	F7
	breaker 2pol

	G1
	POWER SUPPLY 3 PHASES

	H1
	Indicator

	H2
	Indicator

	HX1
	Indicator

	KA1
	KA2
	KA3
	KA4
	KA5
	KA6
	KA7
	KA8
	KA9
	KA10
	KA11
	KA12
	KA13
	KA14
	KA15
	KA16
	KA17
	KA18
	KA19
	KA20
	KA21
	KA22
	KA23
	KA24
	KA25
	M20
	AC-Motor-2P-Fan-IEC2-M495

	o1
	NC instantaneous contact

	S1
	SWITCH WITH KEY

	S2
	NO button

	S3
	NC push button

	S4
	E.Stop-NC-Maintained-Turn-Reset-IEC-S180

	SR1
	Safety relay

	SX1
	NO button

	T1
	Transformer single phase (ATA)

	TP1
	siemens TOUCH PANEL

	t°C1
	NO instantaneous contact

	X1
	1
	Terminal

	2
	Terminal

	3
	Terminal


	X2
	1
	Terminal

	2
	Terminal

	3
	Terminal


	X3
	1
	Terminal

	2
	Terminal

	3
	Terminal

	4
	Terminal

	5
	Terminal

	6
	Terminal

	7
	Terminal


	X4
	1
	Terminal

	2
	Terminal

	3
	Terminal

	4
	Terminal

	5
	Terminal

	6
	Terminal

	7
	Terminal


	X5
	1
	Terminal

	2
	Terminal

	3
	Terminal

	4
	Terminal

	5
	Terminal

	6
	Terminal

	7
	Terminal


	X6
	1
	Terminal

	2
	Terminal

	3
	Terminal

	4
	Terminal


	X7
	1
	Terminal

	2
	Terminal

	3
	Terminal

	4
	Terminal


	X9
	1
	2
	3
	4
	5
	6
	7
	8
	9
	10
	11
	12
	13
	14
	15
	16
	17
	18
	19
	20
	21
	22
	23
	24

	X10
	1
	2
	3
	4
	5
	6
	7
	8
	9
	10
	11
	12
	13
	14
	15
	16
	17
	18
	19
	20
	21
	22
	23
	24

	K0
	NO instantaneous contact
	Three poles power contact
	Instantaneous relay coil

	K01
	NO instantaneous contact
	Three poles power contact
	Instantaneous relay coil

	Plug C. box
	1
	Disconnectable terminal

	2
	Disconnectable terminal

	3
	Disconnectable terminal

	PE
	Disconnectable terminal



	Distribution box 1
	B13
	B14
	B15
	B16
	B17
	B18
	B19
	X8
	1
	2
	3
	4
	5
	6
	7
	8
	9
	10
	11
	12
	13
	14
	15
	16
	17
	18
	19
	20
	21
	22
	23
	24


	Energetic cabinet
	CONN5
	1
	2
	3
	4
	5
	6
	7
	8
	10
	11
	12
	13
	14
	Terminal

	15
	Terminal

	16
	17
	18
	19
	20
	21
	22

	CONN6
	1
	2
	3
	4
	5
	6
	7
	8
	9
	10
	11
	12
	13
	14
	15
	16
	17
	18
	19
	20
	21
	22

	E1
	F1
	F2
	F3
	F4
	FR1 - Omron 11kW
	FR2 - Omron 11kW
	FR3 - Omron 11kW
	FR4 - Omron 11kW
	FR5 - Omron 7.5kW
	FR6 - Omron 7.5kW
	FR7 - Omron 7.5kW
	FR8 - Omron 7.5kW
	H3
	H4
	J2
	J3
	J4
	J5
	J6
	J7
	J8
	J9
	J10
	K2 - Motor HA 2
	K3 - Circulation pump
	K6 - Motor brush pallet conveyor
	K7 - Motor pallet push brake
	K8 - Motor oil cooler
	KA26
	KA27
	KA28
	KA29
	KA30
	KA31
	KA32
	KA33
	KA34
	KA35
	KA36
	KA37
	KA38
	KA39
	KA40
	KA41
	KA42
	KA43
	KA44
	KA45
	KA46
	KA47
	KA48
	KA49
	KA50
	KA51
	KA52
	KA53
	KA54
	KA55
	KA56
	KA57
	KA58
	KA59
	KA60
	KA61
	KA62
	M1
	M2
	M3
	M4
	M5
	M6
	M7
	M8
	M9
	M10
	M11
	M12
	M13
	M14
	M15
	M17
	M18
	M21
	M22
	Plug M2
	1
	2
	3
	PE

	Plug M3
	1
	2
	3
	PE

	Plug M5
	1
	1
	2
	3
	2
	3
	PE
	PE

	Plug M6
	1
	2
	3
	PE

	Plug M7
	1
	2
	3
	PE

	Plug M8
	1
	2
	3
	PE

	Plug M9
	1
	2
	3
	PE

	Plug M10
	1
	2
	3
	PE

	Plug M11
	1
	2
	3

	Plug M12
	1
	2
	3

	Plug M13
	1
	2
	3

	Plug M14
	1
	2
	3

	Plug M15
	1
	2
	3

	Plug M17
	1
	2
	3

	Plug M18
	1
	2
	3

	Q1
	Q2 - Motor HA 2
	Q3 - Circulation pump
	Q4 - Motor elevator
	Q5 - Motor TH brush
	Q6 - Motor brush pallet conveyor
	Q8 - Motor oil cooler
	Q9 - Motor pallet adder 
	Q10 - Motor pallet turner 
	R1
	R2
	R3
	R4
	K1-1 - Uni1000 1
	NC instantaneous contact

	K1-2 - Uni1000  2
	NC instantaneous contact

	K1-3 - Uni1000 3
	NC instantaneous contact

	K10-1 - Motor pallet turner 1
	K10-2 - Motor pallet turner 2
	K4-1 - Motor elevator 1
	K4-2 - Motor elevator 2
	K5-1 - Motor TH brush 1-1
	K5-2 - Motor TH brush 1-2
	K9-1 - Motor pallet adder 1
	K9-2 - Motor pallet adder 2
	M16-1
	M16-2
	Plug M1-1
	1
	2
	3
	PE

	Plug M1-2
	1
	2
	3

	Plug M16-1
	1
	2
	3

	Plug M16-2
	1
	2
	3

	Q0



