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Date: 19/8/2011

ecoTEC Combi Wiring Scenarios
¥ 4

Scenario 1. 240Vac
Room thermostat

Must be removed 230Vac 230Vac Live
o “ S/Live from | [to room
Remains in —»p room thermostat
thermostat
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Scenario 2. 24Vdc
Room thermostat

24Vdc Live 24Vdc S/Live
to room from room
thermostat thermostat

Remains in ——
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Scenario 3. eB

Room thermostat
eBUS in ‘eBUS out
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Responses made to technical enquiries to the Company are made in good faith and based upon the accuracy of the information provided with the enquiry. The response or advice provided
should be verified with your installer or contract partner as undisclosed circumstances may vary the information given; the Company do not accept responsibility for the workmanship of any
third party installer or other organisation that may have been promoted or advertised in any format by the Company - verbal, e-mail or web-based. All views and opinions expressed in

communication with the Company may not reflect that of the business as a whole.

Because (G Vaillant thinks ahead.




